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Introduction
The Saltstone Facility is designed and permitted to immobilize and dispose of low-level radioactive and hazardous liquid waste (salt solution) remaining from the processing of radioactive material at the Savannah River Site. 1 Low-level waste (LLW) streams from the Effluent Treatment Project (ETP), H-Canyon, the DDA (Deliquification, Dissolution, and Adjustment) process, and the decontaminated salt solution product from the Actinide Removal Process/Modular Caustic Side Solvent Extraction (CSSX) Unit (ARP/MCU) process are stored in Tank 50 until the LLW can be transferred to the Saltstone Facility for treatment and disposal. The LLW must meet the specified waste acceptance criteria (WAC) before it is processed into saltstone.
1 The specific chemical and radionuclide contaminants and their respective WAC limits are listed in the current Saltstone WAC. Waste Solidification Engineering (WSE) requested that Savannah River National Laboratory (SRNL) perform quarterly analysis on saltstone samples. 6 The concentrations of chemical and radionuclide contaminants are measured to ensure the saltstone produced during each quarter is in compliance with the current WAC.
1, 2, 6, 7 This report documents the concentrations of chemical and radionuclide contaminants for the 2011 Second Quarter samples collected from Tank 50 on April 4, 2011 and discusses those results in further detail than the previously issued results report. At SRNL, slurry samples (~10 mL each) from HTF-50-11-41 were transferred to glass vials with Teflon-lined caps. The vials were completely filled to minimize the void space and the volatilization of organics. The aliquots were transferred to the Analytical Development (AD) Organic Analysis Laboratory for semi-volatile and volatile organic analysis (SVOA and VOA respectively). Four additional 10-mL aliquots (for duplicate analyses) were used for SVOA analysis to determine the concentration of Isopar L and Norpar 13, respectively in the sample.
After the samples for organic analyses were obtained, the slurries in the steel samplers were combined into a 2-L high density polyethylene (HDPE) bottle according to the following steps. Each steel sampler was agitated to disperse any solids in the slurry. After mixing the slurry in the steel sampler, the slurry was transferred to the 2-L HDPE bottle. The transferred slurry was left to settle. A portion of the clear supernate was returned to each steel sampler, mixed to mobilize any remaining solids, and again returned to the 2-L HDPE bottle. Visual inspection of the inside of each 200-mL sampler indicated there were no visible solids remaining in the samplers. The total weight of the transferred slurry was approximately 1102.4 grams.
The 2-L HDPE bottle was agitated to thoroughly mix the solids into the supernate. Aliquots of slurry samples were promptly collected with slurry pipettes to minimize settling effects and placed in HDPE bottles. A three milliliter sample of the slurry was used to determine the density of the slurry.
Slurry samples were submitted in triplicate to AD laboratories for the following analyses:
 Six-mL aliquots to the AD Ion Chromatography (IC) Laboratory for soluble anion analyses and soluble cation analyses.  Six-mL aliquots to the AD Organic Analysis Laboratory for measurement of tetraphenylborate and ethylenediaminetetraacetic acid by high performance liquid chromatography (HPLC).  Six-mL aliquots to the AD Wet Chemistry Laboratory for Total Inorganic Carbon/ Total Organic Carbon (TIC/TOC) analyses.  Approximately 70-mL aliquots were removed from the 2-L HDPE bottle. After each 70-mL aliquot was prepared, it was divided into one 50-mL and one 20-mL sample and sent to AD Radiochemistry Laboratory for radiochemical separations and analyses. Subsamples were required in order to stay within the dose limits and hood limits for beta radiation.  Six-mL aliquots of filtered supernate were prepared by filtering aliquots of supernate using a 0.45 micron syringe filter. The filtered supernate samples were then submitted to the AD Wet Chemistry Laboratory for TIC/TOC analyses and Total Base analyses.  Thirteen-mL aliquots were sent to the AD Dissolution Laboratory for digestion using an aqua regia method. Visual inspection of the digested sample by the AD Task Supervisor indicated that all the solids had dissolved. Aliquots of dissolved slurries were analyzed using inductively coupled plasma-(atomic) emission spectroscopy (ICP-ES), inductively coupled plasma-mass spectroscopy (ICP-MS), and atomic absorption spectroscopy (AA) for Hg, As, K, Na, and Se.
Results and Discussion
The following tables contain the results for the 2011 Second Quarter WAC analyses. Each table provides the analyte of interest, the method used for measuring that analyte, the average concentration of the analyte based on triplicate samples (unless otherwise noted), the %RSD of the average, and, if applicable, the WAC target or limit for the analyte concentration. Several of the contaminants were either not detected in the slurry samples or detected at values below the method reporting limit (MRL). For those analytes, the result is preceded by a "<" which indicates the result is an upper limit based on the sensitivity of the method used to analyze the individual analyte. Currently, a routine method for detecting this species does not exist in AD.
As indicated in Tables 3-1 and 3 -2, all of the contaminants are within the WAC limits with the exception of Norpar 13. In October 2010, AD reviewed the MRL's for the organic constituents in Tank 50. All of the MRL's are at or below the WAC limits for the organics with the exception of Norpar 13 which has an MRL of 0.75 mg/L, which is above the WAC limit. 5 Isopar L and Norpar 13 have negligible solubility in aqueous solutions, which makes it difficult to obtain reliable sub-samples of the original sample. The values reported in these tables are the concentrations as detected by the GC/MS but may not necessarily be an accurate representation of the concentrations of these analytes in Tank 50. As shown in Table 3 -4, none of the radionuclide contaminants exceed the targets listed in the latest revision of the WAC with the exception of americium-242m. In a memo from LWO, the requested detection limits for several radionuclides were lowered in order to accommodate future inventory reporting requirements. 2 The reported limit of 94 Nb is above the limit requested by LWO (2.00E-03 pCi/mL); 2 however, the reported limit is below the limit set by AD. 3 The reported detection limit of 59 Ni is above the limit requested by LWO 2 but below the limit set by AD. 3 The values for 93m Nb and 93 Mo in Table 3 Pu. The Pu alpha Pulse Height Analysis (PHA) method does not resolve the alpha activities of 239 Pu and 240 Pu. To determine the maximum concentration of each radionuclide, the total activity is assigned to each radionuclide separately. As shown in Table 3 -4, the reported activity is below the WAC limit for each radionuclide. Isopar L and Norpar 13 are the only species considered in Tables 3-5 or 3-6 with reported values above the WAC limit. Although the reported detection limit for Isopar L is greater than the WAC limit for vault flammability, it is below the WAC limits for accident analysis as shown in Table 3 -1. It should be noted that the detection limit for Isopar L was expected based on current AD capabilities as documented in the TTQAP. 7 The reported detection limit for Norpar is above the WAC limit for both accident analysis (Table 3 -1) and vault flammability (Table 3-6) but it is the lowest achievable MRL for this analyte. 5 As previously discussed, the insolubility of Isopar L and Norpar 13 makes sub-sampling difficult, therefore the reported results are not necessarily representative of the concentration of these analytes in the Tank 50 sample received by SRNL. All of the results contained in Table 3 -7 fall within the general processing criteria. The pH was calculated using the free base concentration (OH -). The value for the total insoluble solids was calculated from experimentally determined values for total solids and dissolved solids in the slurry supernate. The results from Table 3 -8 are used to support TCLP/UHC testing by a certified laboratory. 8 The density of the slurry was measured at 19.9 ºC. Natural Tl is composed of two isotopes, 203 Tl and 205 Tl with fraction abundances of 0.295 and 0.705, respectively. The concentration of each isotope was divided by its fractional abundance and the reported concentration of Tl is the average of all of the values for each of the two isotopes.
The tank corrosion species listed in Table 3-9 were requested by Waste Solidification Engineering (WSE).
a Specific gravity was calculated by dividing the measured density of the slurry (given in Table 3 -8 at 19.9 °C) by the density of water at the same temperature. Table 3 -10 provides results for additional radionuclides not listed in the WAC but which now require quantification in order to support inventory reporting requirements. 
Conclusions
The following conclusions are drawn from the analytical results provided in this report:
 The concentrations of the reported chemical and radioactive contaminants were less than their respective WAC targets or limits unless noted in this section.
 The reported detection limit for 59 Ni is above the requested limit from Reference 2 but below the established limit in Reference 3.
 The reported detection limit for 94 Nb is above the requested limit from Reference 2; however, it is below the established limits in Reference 3. Cf are above the requested limits from Reference 2. However, they are below the limits established in Reference 3.
 The reported detection limit for Norpar 13 5 is greater than the limit from Table 4 and Attachment 8.2 of the WAC 1 .
 The reported detection limit for Isopar L is greater than the limit from Table 3 of the WAC 1 .
 Isopar L and Norpar 13 have limited solubility in aqueous solutions making it difficult to obtain consistent and reliable sub-samples. The values reported in this memo are the concentrations in the sub-sample as detected by the instrument; however, the results may not accurately represent the concentrations of the analytes in Tank 50.
